MIAMI-DADE MIAMI-DADE COUNTY

COUNTY PRODUCT CONTROL SECTION
DEPARTMENT OF PERMITTING, ENVIRONMENT, AND REGULATORY 11805 SW 26 Strect, Room 208

AFFAIRS (PERA)

BOARD AND CODE ADMINISTRATION DIVISION Miami, Florida 33175-2474
T(786)315-2590  F (786) 315-2599

NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/building

Kolpak

2915 Tennessee Avenue North

P. O. Box 550

Parsons, TN, 38363

Scork:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed and accepted by Miami-Dade County PERA-Product Control
Section to be used in Miami Dade County and other areas where allowed by the Authority Having Jurisdiction
(AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Section (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. PERA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Section that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: Walk-In Cooler / Freezer

APPROVAL DOCUMENT: Drawing No. B211-317, titled “ Walk-In Cooler / Freezer ”, sheets 1 through 6 of
6, prepared by Kolpak, dated February 04, 2011, signed and sealed by Alexis Spyrou, P.E., on May 16, 2012,
bearing the Miami-Dade County Product Control Revision stamp with the Notice of Acceptance number and the
expiration date by the Miami-Dade County Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein,

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA revises & renews NOA # 07-0205.03 and consists of this page 1, evidence submitted pages E-1, E-2,
E-3, & E-4 as well as approval document mentioned above.

The submitted documentation was reviewed by Helmy A, Makar, P.E., M.S.

MIAMI-DADE COUNTY t/% NOA No 11-1102.02
- Expiration Date: 05/31/2017
| APPROYED]

o5 / 2! /2e)2 Approval Date: 05/31/2012

Page 1
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NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL # 97-1215.03

DRAWINGS

1 Drawing No. 96-260, titled "“Walk-in Cooler/Freezer”, prepared by Knezevich &
Associates, Inc., dated 12/12/97, last revision #1 dated 07/31/98, sheets I through
6 of 6, signed and sealed by V. J. Knezevich, P.E.

TESTS

1. Test report on 24 Hour Live Load Test, Large Missile Impact Test, Cyclic Load
Test and Uniform Static air Pressure Test, Axial Load Test, and Racking load Test
on Metal Sheathed Urethane Foam Filled Modular Panel Walk-in Coolers /
Freezers, prepared by Construction Testing Corporation, Report No. 97-010, dated
12/12/97, signed and sealed by Christopher G. Tyson, P.E., and Yamil Kuri, P.E.

CALCULATIONS

1. Calculation titled “Walk-in Cooler / Freezer”, dated 12/12/97, pages 1 through
15 of 13, prepared by Knezevich & Assoc;ates Inc., signed and sealed by V. J.
Knezevich, P.E.

2. Calculation titled “Kolpak Walk-in Cooler”, dated 07/29/98, 3 pages, prepared
by Knezevich & Associates, Inc., signed and sealed by V. J. Knezevich, P.E.

MATERIAL CERTIFICATIONS

1 Mill Certified Test Report issued by GalvTech, dated 03/10/97, with the Chemical
analysis and Mechanical Properties for 22 gauge (0.0296”) G-90 Steel
conforming to ASTM A-653.

2. Mill Certified Test Report issued by Alumax Mill Products, dated 09/18/97, with
the Chemical composition and Mechanical Properties for 0.032” thick White
Embossed 3105-H154 Aluminum Alloy.

3. Mill Certified Test Report issued by Alumax Mill Products, dated 09/04/97, with
the Chemical composition and Mechanical Properties for 0.040” thick Smooth
White 3105-H14 Aluminum Alloy.

4. Tensile Test Report No, CTL #756C, prepared by Certified Testing Laboratories,
dated 10/28/97, signed and sealed by Ramesh Patel, P.E.

5. Tensile Test Report No. CTL #614C, prepared by Certified Testing Laboratories,
dated 09/04/97, signed and sealed by Ramesh Patel, P.E.

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL # 01-1017.03

DRAWINGS
‘/é-(él?ny A. Makar, P.E., M.S.

See NOA 97-1215.03
PERA, Product Control Unit Supervisor
NOA No 11-1102.02
Expiration Date: 05/31/2017
Approval Date: 05/31/2012




NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

TESTS
See NOA 97-1215.03

CALCULATIONS
See NOA 97-1215.03

MATERIAL CERTIFICATIONS
See NOA 97-1215.03

STATEMENTS

1. See NOA 97-1215.03

2. Letter from KMT Refrigeration, Inc, dated 7/10/01, stating that the product has
not changed since it was originally approved.

OTHER
NOA 97-1215.03

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL # 03-0515.05

DRAWINGS

1 Drawing No. 01-375, titled “ Walk-In Cooler / Freezer ”, sheets 1 through 6 of 6,
prepared by Knezevich and Associates, Inc., signed and sealed by V. J. Knezevich,
P.E., dated June 18, 2001, last revision #I dated May 13, 2003.

TESTS
1. None.

CALCULATIONS
1. Calculation titled “Walk-in Cooler / Freezer”, dated 05/13/03, 5 pages, prepared
by Knezevich & Associates, Inc., signed and sealed by V. J. Knezevich, P.E,

MATERIAL CERTIFICATIONS
1 Norne.

STATEMENTS

1. Letter issued by Mr. Knezevich & Associates, Inc., dated May 22, 2003, signed
and sealed by V.J. Knezevich, P.E., stating that the only change is update the
General Notes to reference the Florida Building Code and ASCE 7-98.

2. Letter by Loren Rasmusson requesting to renew Approval No. 01-1017.03 and
stating that the drawings are revised to reflect the current code requirements,

b b d Ml

&€lmy A. Makar, P.E., M.S.

PERA, Product Control Unit Supervisor
NOA No 11-1102.02

Expiration Date: 05/31/2017

Approval Date: 05/31/2012
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NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL # 07-0205.03

DRAWINGS

1 Drawing No. 06-496, titled * Walk-In Cooler / Freezer ", sheets 1 through 6 of 6,
prepared by Thornton Tomasetti, dated January 26, 2007, last revision #1 dated
July 11, 2007, signed and sealed by J. W. Knezevich, P.E.

TESTS

1. Test report on Uniform Static air Pressure Test and Racking load Test on
Galvanized Steel Sheathed Polyurethane Foam Filled Modular Panels for Walk-in
Coolers / Freezers, prepared by Construction Testing Corporation, Report No. 06-
036-Fe, dated 01/15/2007, signed and sealed by Yamil G. Kuri, P.E.

2. Test report on Racking loads on Galvanized Steel Sheathed Polyurethane Foam
Filled Modular Panels for Walk-in Coolers / Freezers, prepared by Construction
Testing Corporation, Report No. 06-036-A1, dated 01/15/2007, signed and sealed
by Yamil G. Kuri, P.E.

CALCULATIONS

1. Calculation titled “Walk-in Cooler / Freezer Calculations™, dated January 26,
2007, pages 1 through 35 of 33, prepared by Thornton Tomasetti, signed and
sealed by J. W. Knezevich, P.E.

QUALITY ASSURANCE
1. By Miami-Dade County Building Code Compliance Office.

MATERIAL CERTIFICATIONS

1. Mill Certified Test Report issued by Alcoa Mill Products, dated 11/08/2006 with
the Chemical composition and Mechanical Properties for 0.0327 thick 3105-
H154 Aluminum Alloy.

2. Mill Certified Test Report issued by Alcoa Mill Products, dated 08/21/2006 with
the Chemical composition and Mechanical Properties for 0.0407 thick 3003-
H154 Aluminum Alloy.

3 Mill Certified Test Report issued by The Techs, dated 01/23/2007 with the
Chemical composition and Mechanical Properties for 0.036” thick G-90 Steel
Coil per ASTM A-653.

4. Tensile Test Report No. QCM#7AM-42, prepared by QC Metallurgical, Inc.,
dated 01/16/2007, signed and sealed by Frank E. Grate Jr., P.E.

bl ilig

my A. Makar, P.E., M.S.

PERA, Product Control Unit Supervisor
NOA No 11-1102.02

Expiration Date: 05/31/2017

Approval Date: 05/31/2012



NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

NEW EVIDENCE SUBMITTED

DRAWINGS

1. Drawing No. B211-317, titled * Walk-In Cooler / Freezer ", sheets 1 through 6 of
6, prepared by Kolpak, dated February 04, 2011, signed and sealed by Alexis
Spyrou, P.E., on May 16, 2012.

TESTS
1. None.

CALCULATIONS
1 Calculation titled “Walk-in Cooler / Freezer ", dated February 21, 2011, pages 1

through 53 of 53, prepared by Building Drops, signed and sealed by Alexis
Spyrou, P.E., on September 24, 201 1.

QUALITY ASSURANCE
1, By Miami-Dade County Department of Permitting, Environment, and regulatory
Affairs (PERA).

MATERIAL CERTIFICATIONS
1. None.

Yl Sl

Hélfiy A. Makar, P.E., M.S.

PERA, Product Conirol Unit Supervisor
NOA No 11-1102.02

Expiration Date: 05/31/2017

Approval Date: 05/31/2012




1

4,

5.

8,

10

11

12,

THESE STRUCTURAL PRUDUCT EVALUATION DOCUMENTS REPRESENT A WALK-IN COOLER/FREESER SYSTEM
ANALYZED AND TESTED IN ACCORDANCE WITH THE PROVISION SET FOR THE ISSUANCE OF A NOTICE OF
ACCEPTANCE (NOA> BY THE MIAMI~DADE COUNTY PRODUCT CONTROL DIVISION, THESE DOCUMENTS COMPLY
\a,JDI;DH E‘BI-{I%S&G%Q/QELDCITY HURRICANE ZONE ¢HVHZ) PROVISIONS OF THE FLORIDA BUILDING CODE,

X

FOR AREAS DUTSIDE OF THE HVHZ, SITE SPECIFIC ENGINEERING IS REQUIRED TO VERIFY THE SITE
?gECIF]g DESIGN WIND LOADS AND PANEL TESTING COMPLY WITH THE TESTING REGUIREMENTS OF THE
C 171534

DESIGN LOADS:

A RODF

DEAD LOAD PANEL TYPE 1t 216 PSF
PANEL TYPE & 4,25 PSF

LIVE LDAD 30,0 PSF

MAXIMUM WEIGHT OF MECHANICAL UNIT IS 330 LB PER CONDENSING UMIT,
SPACE UNITS AT LEAST 4/~0* OC.
B} WALLS:

DEAD LDAD: PANEL TYPE 1 155 PSF
PANEL TYPE 2 340 PSF

€3 FLOMOR

DEAD LOAD FLOGR PANEL 5,00 PSF

LIVE LOAD INSULATED FLODR 25000 PSF

*FLODRLESS” 230,00 PSF

D> WIND LOADS SHALL BE DETERMINED IN ACCORDANCE WITH ASCE 7-10 BASED ON THE SITE SPECIFIC
%ggﬁﬂl&l&lﬂs& SEE TABLE 3 ON SHEET 2 FOR ALLOWABLE WIND LOADS USED IN THE DESIGN OF THESE

THESE PRODUCT EVALUATION DOCUMENTS ARE GENERIC AND DO NOT INCLUDE INFORMATION FOR
SITE~SPECIFIC APPLICATION OF THIS WALK-IN COOLER/FREEZER SYSTEM, THEY ADDRESS THE
STRUCTURAL. MATERIAL PROPERTIES OF THE WALK-IN CODLER/FREEZER SYSTEM.

THESE PRODUCT EVALUATION DOCUMENTS SHALL NOT BE APPLIED BY THE CONTRACTOR, ON A SPECIFIC
SITE WITHOUT THE INVOLVEMENT OF AN ARCHITECT OR ENGINEER OF RECORD,

AY THE ARCHITECT/ENGINEER RECORD SHALL VERIFY THE SITE SPECIFIC WIND LOAD REQUIREMENTS
ARE WITHIN THE CRITERIA USED TD DEVELDP THESE DOCUMENTS.

B> THE ARCHITECT/ENGINEER RECORD SHALL VERIFY THE FOUNDATION DESIGN IS ADEQUATE
TO RESIST THE FOUNDATION LOADS IDENTIFIED IN TABLE L

C) THE ARCHITECT/ENGINEER RECORD SHALL VERIFY THE EXISTING BUILDING IS ADEQUATE
70 RESIST THE SUPERIMPOSED LOADS IDENTIFIED IN TABLE 1.

THESE PRODUCT EVALUATIDN DOCUMENTS CDMPLY WITH CHAPTER 61G15~23 NF THE FLORIDA
ADMINISTRATIVE CODE.

ANY MODIFICATIONS OR ADDITIONS TO THESE PRODUCT EVALUATION DIUCUMENTS WILL VOID THE
PRODUCT EVALUATION DOCUMENTS,

WHEN THE SITE CONDITIONS DEVIATE FROM THESE PRODUCT EVALUATION DOCUMENTS, THE
BUILDING OFFICIAL MAY:

A} REQUIRE THAT THE SITE SPECIFIC DOCUMENTS BE PREPARED, SIGNED, DATED, AND SEALED BY A LICENSED
SAID DOCUMENTS SHALL
BE SUBMITTED 7D THE PRUODUCT ENGINEER FOR A REVIEW AS A CONDITION TOD THE BUILDING OFFICIAL

ENGINEER 0OR REGISTERED ARCHITECT, WHICH DETAIL AND JUSTIFY THE DEVIATION,
GRANTING HIS/HER APPROVAL.

B> REQUIRE THAT A ONE TIME SITE SPECIFIC APPROVAL BE APPLIED FOR AND SECURED FROM THE
MIAMI-DABE COUNTY PRODUCT CONTROL SECTIONM,

WHEN THE SITE CONDITION DEVIATIONS OCCUR WITHIN THE HVHZ AREAS ONLY DPTION ‘B,
SHALL BE ACCEPTED BY THE BUILBING OFFICIAL,

ALL BOLTS AND SCREWS SHALL BE 2024-T4 ALUMINUM ALLOY, ELECTRI-GALVANIZED STEEL, HOT DIPPED
GALVANIZED STEEL DR 300 SERIES STAINLESS STEEL WITH A MINIMUM TENSILE STRENGTH OF 60 KSI.

ALL CONCRETE ANCHORS SHALL BE AS SPECIFIED ON THE DRAWINGS, EMBEDMENT LENGTHS NDTED
ON THE DRAWINGS SHALL NDT INCLUDE FINISH MATERIAL.

DISSIMILAR METALS IN CENTACT WITH EACH OITHER SHALL BE PRUTECTED IN ACCORDANCE WITH THE FBC
CHA("\FERn 20, SFCTIDN 2003.8.4,

ABOVE,

13 AN ﬁhLiJWAﬁSFE S]'RESS INCREASE IS NOT USED IN THE DESIGN OF THE COOLER/FREEZER UNIT NUR 178

MTACHM

v

PRODUCT REVISED

s complying with the Florida
Building Code

4,

=2
&

7,

WALL AND ROOF COMPOSITE SANDWICH PANELS ARE COMPRISED {IF ALUMINUM OR STEEL FACINGS WITH
POURED URETHANE PLASTIC CDRES, THICKNESS AND MATERIAL OF FACINGS SHALL BE AS SHOWN ON THE DRAWINGS.

ALUMINUM FACINGS SHALL BE 3105-H154 ALLOY UNPAINTED FOR INTERIOR AND EXTERIOR USE.

STEEL FACINGS FOR wALL AND ROOF PANELS SHALL COMPLY WITH ONE OF THE FUOLLDWING
-~ ASTM A6S53 CS, TYPE B WITH A MINIMUM Fy 45 KSI, MINIMUM THICKNESS OF 0,035’ AND G90 CDATING
-~ ASTM AG53 SQ, GRADE 50, CLASS 1, WITH A MINIMUM THICKNESS OF 0.035” AND G90 COATING

STEEL. FACINGS USED DN FLODR PANELS SHALL BE S@, GRADE 33 WITH A MINIMUM THICKNESS OF 0019 AND A GSO
COATING FAR EXTERIOR USE.

MINIMUM DENSITY DF URETHANE PANEL CORE SHALL BE 22 PCF,

URETHANE FOAM CHORE SHALL HAVE A FLAME SPREAD RATING OF NOT MORE THAN 75 AND SHALL HAVE
A SMOKE-DEVELDPEL RATING DF NOT MERE THAN 450 IN ACCORDANCE WITH FBC 2603.3,

METAL FACINGS SHALL BE ADHERED TO FOAM WITH AN AIR SPRAY COATING OF FORBD ADHESIVE
AT A RATE OF 273 FLUID DUNCES PER SQUARE FOOT,

FOR SPECIFIC REQUIREMENTS OF WALK-IN COULERS SEE FBC 2612.3.2:21

WALK-IN CO0LER COMPONENTS DESCRIPTION:

1L

2

RODF PANEL»
TYPE 1 = COMPDSITE SANDWICH PANEL CONSISTING OF ONE (THPY 20 GA. (T=0.034° MINIMUM> GALVANIZED
STEEL AND DNE (BOTTOM) .040* MINIMUM ALUMINUM FACINGS FILLED WITH 22 PCF URETHANE FDAM,

TYPE 2 = COMPOSITE SANDWICH PANEL CONSISTING OF Twih (TOP AND BOTTOM> 20 GA. (T=0,035" MINIMUM>
GALVANIZED STEEL. FACINGS FILLED WITH 22 PCF URETHANE FDAM.

WALL PANEL:
TYPE 1 = COMPDSITE SANDWICH PANEL CONSISTING OF TwD (EXTERIOR AND INTERIOR) 0.040¢
MINIMUM ALUMINUM FACINGS FILLED WITH 22 PCF URETHANE FOAM,

TYPE 2 = COMPOSITE SANDWICH PANEL CONSISTING OF TwD (EXTERIOR AND INTERIOR) 20 GA.
(T=0.035" MINIMUM> GALVANIZED STEEL FACINGS FILLED WITH 22 PCF URETHANE FDAM.

FLOOR PANEL:

COMPOSITE SANDWICH PANEL CONSISTING OF ONE (TOP> 14 GA, (T=0.076* MINIMUM) GALVANIZED STEEL,
16 GA (T=0.061" MINIMUM> 304 STAINLESS STEEL OR 0100° ALUMINUM AND ONE (BOTTOMY 26 GA. (T=0.0i9"
MINIMUM> GALVANIZED STEEL FACINGS FILLED WITH 22 PCF URETHANE FOAM.

000"

.hM

L'---IE.ODU'*—PI

:
K
UP TO 24.000¢

(SEE WALK~IN CODLER
COMPONENTS DESCRIPTION NOTE 2

@WALL PANEL (CORNER SECTION)

CONTS,

- 23.000°
g |

MORF

(SEE WALK-IN COOLER
COMPONENTS DESCRIPTION NOTE 20

@WAL.L' PANEL. (TEE SECTION)

N.T.S.

NOTE: FOR CORNER AND TEES, POSI-LOCK
FASTENERS SHALL BE 6 FROM CORNERS

AND 11)4" MAX, D.C, FROM ADJACENT PANELS.

l 46.000° MAX |

(SEE WALK-IN CQOOLER l
COMPONENTS DESCRIPTION NOTE 2>

WALL PANEL
Qs

46.000° MAX I

(SEE WALK-IN COOLER
COMPONENTS DESCRIPTION NOTE 13

ROOF PANEL
N.T.S,

46,000 MAX l

(SEE WALK-IN COOLER
COMPONENTS DESCRIPTION NOTE 3

FLOGR PANEL
S

Acceplanice No J] 1o Z.. b7
Expitation Date ¢ W

Gt . < [oravins w0 B211-317 ] [orew  JTM ](customer: MANITDWOC FOOD SERVICE
( ) P 2915 TENNESSEE AVENUE NORTH [CHECKED' TGH ][PRDJECTI FLLORIDA HVHZ 2011
mﬂd- Sotor ¢ ) Erm" P.0. BOX 580
B8 gk s 40 ¢ Kolpak PARSONS, TN, 36363
TioN o, avers T S EVISION (731) B47-8381 [DATEt 2/4/2011 ][scm.s: N.T.S. ][SHEETI 1 or




MAXIMUM HIEGHT
(SEE TABLE 3

/SEE DETAIL 3
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N.T.S.
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CONCRETE SLABR —/
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(L), SEE TABLE 2
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END ROGF PANEL

ENB ROOF PANEL
Flo,

-1
TYP.
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re———— (W), SEE TABLE 3

3

8" 3
!HAX.
1

EXTERIIR DODORS SHALL BE
INSTALLED INTOD SIDE WALLS DNLY

SEE_DETAIL 2
/FLDDRLESS UNIT

\

(SEE TABLE 1 FOR LOADS)

:? PRODUCT REVISED
as complying wiih the Florida

V4
\-FBUNDATIDN BY DOTHERS
(SEE TABLE 1 FOR LDADS)

=
508 MINIMUM NUMBER OF 46* W ALLOWABLE WIND LDADS (PSF>
| O= o
wgg|  NACIORTD WD 1 UNIT wipTH | PANELS ON EXTERIOR |-
| -1 v S o FT-IN WALL FOR A GIVEN 7 ROOF_PANEL(W) ROOF_PANEL (W WALL PANELGHD
QIE30|  SHEAR (P,) FORCES 2 WIDTH (W> AND UNIT < TYPE 1 TYPE 2 TYPE 1 & 2
CSE”R - LENGTH (L 4 X LENGTH 11°-77 | WAX, LENSTH 13;5'_ MAX.4HEIGHT 9f—g 1/4*
5 - ZONES
& e $13'-6" 2 NEGATIVE | =440 |-60.7 |~755 |~435 |-570.|-663 | 435 515
. T [POSITIVE +16.4 +159 +39.9
ALLOWABLE WIND LOAD NOTES:
1, LOADS SHOWN REPRESENT WIND LOADS USED IN THE
R R, NS CaERT DESIGN OF THE UNIT.
201 DG 2, SITE SPECIFIC WIND LDADS SHALL BE LESS THAN DR
P, EQUAL TO THESES LDADS. SEE SHEET 1, GENERAL NOTE
3. ALLOWABLE WIND LOADS ARE BASED ON A FACTOR OF
SAFETY DF 1.5 FOR PANEL WALLS AND 20 FOR ROOF
PANELS IN ACCORDANCE WITH THE HVHZ PROVISIONS OF
2 H THE FBC.
OR DETAIL 4 FOR % <
\_

EXISTING BUILDING

ELEVATION
NTS, )

(SEE TABLE 2 FOR WIDTH/LENGTH LIMITATIONS)

( : )ISDMETRIC WITH WIND ZONES
NTS

n AWING NI, B211-317 ] [mw. JTM ][cusmnm MANITOWDOC FOOD SERVICE

Building Code
Accoptance No |2
Expi 2uTy
MP/& By # 7
Mmml Dade (
aﬁ? um C
T = C
NO. ROOYS ( SYM

REVISION

2016 TENNESSEE AVENUE NORTH

"" P.0. BOX B8O

[cuscm:m TGH ][anacn FLORIDA HVHZ 2011

« Kolpak

PARSONS, TN, 38303

(731) 847-6361 [wa 2/4/2011 J[SCALEII N.T.S.

][sHEETa e oh 6
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174*¢ ITW TAPCONS @ 97 [.C. W/ 1-1/4" MIN,
EMBEDMENT IN CONCRETE OR BL{CK

’//
L 3 x 4 (LLH> x 1/8" CONT.
6063~T6 ALUM ALLOY (PAINTED>
JOINT STABILIZER JOINT STABILIZER
BRACKET (SEE DETAIL 7> #14 x 2 SMS. @ 6" [IC BRACKET ¢SEE DETAIL 7>
(TYP. AT ALL WALLSY # | CTYP. AT ALL WALLS
: JOINT STABILIZER .
BRACKET (SEE DETAIL 7) e
(TYP. AT ALL WALLS> ; )
. . T~ POSI-LICK -
O L CONNECTORS
NA EXISTING STRUCTURE L FOUR PER PANEL @
O (CONCRETE BLOCK WALL> SR 11,5 0.C. (TYP> (SEE
' \ - DETAILS 8 & 9
' POSI-LOCK | POSI-LOCK
- CONNECTORS 1 MAX~—e WP CONNECTORS

FOUR PER PANEL @
11%" OC. (TYPD

FOUR PER PANEL B
1157 0.C, (TYPD (SEE
DETAILS B8 & %

DETAIL 1 DETAIL 3 DETAIL 5
NT.S, NTS. NTS

1740 ITW TAPCONS oo

POSI-LOCK POSI-LOCK
CONCRETE SLAB FONNECTARS POSI-LOCK @ CONNECTORS FLUR
SECTION C _/ FOUR PER PANEL @ @ 1A~/ CONNECTORS TV—1/ PER PANEL @ 11,5¢

: 115" OC. (TYP) (SEE C FOUR PER PANEL @ JOINT STABILIZER BRACKET M °° 0.C. <TYP) (SEE

NTS. DETAILS 8 & 9 JOINT STABILIZER BRACKET SR us" DC. (TYP.) (SEE .o DETAILS 8 & 9

JOINT STABILIZER BRACKET (TYP. AT ALL WALLS)_\ L

/~TYP. AT AL WALLS)
. l~—-SCREED (CONT. RO
i 3 . . \I{ . '

DETAILS B8 & 9 (TYP. AT ALL WALLS)-\ /

IF REQUIRED, PLACE LEVELING
SHIMS AT EACH SCREW
LOCATION TO MAINTAIN A |

o LEVEL FLOOR 4 Ya . P IERE WA
q. ' A i \ “ 4 \“ !
— I \ | [ 1
TWD 1/4°0 x 4 TAPCON ANCHDR & e i \ CENCRETE SLAD \
e 11-1/2* OC, W/ 1-3/4* MIN, EMBED, ' : \ Twl 1/74"@ « 4 TAPCON ANCHIOR: TWO 1/4*% x 4* TAPCON ANCHOR
IN CONCRETE SLAB PHILLIPS FLAT HEADL CONCRETE SLAB BY DTHERS @ 11-1/2* 0.C, W/ 1-3/4* MIN. EMBED. @ 11-1/2" BC. W/ 1-3/4" MIN. EMBED, CONCRETE SLAB
USE 3/16°¢ x 6-1/8" CONCRETE DRILL BIT (SEE TABLE 1 IN CONCRETE SLAB PHILLIPS FLAT HEAD, IN CONCRETE SLAB PHILLIPS FLAT HEAD.
No. 790~1026 OR EQUAL. USE 3/16¢ x 6~1/2’ CONCRETE DRILL BIT USE 3/16"8 x 6-1/2’ CONCRETE DRILL BIT
No. 790~1026 DR EQUAL. No. 790-1026 LR EQUAL.
. DETAIL 2
e —_— DETAIL 4 DETAIL &
PR A WIS e .
o, s NTS, NTS.
"7 PRODUCT REVISED
N : as complying with the Florids
g Building Code
J 4 5 gcceptemcc N‘)% 7. )
, g : xpirgtion Date oW b
e By!Z % i 5%:_ ? ﬁmwma NG, BR11-317 ] [orawn UM ][cusmm:m MANITOWOC FOOD SERVICE ]
Miami DadgProduct Control ' .
i Mia E % ». 2016 TENNESSEE AVENUE NORTH | (cecken TGH )(PROJECT: FLORIDA HVHZ 2011 )
ey AT S & < 1<” Kolpak eassons, . ss3es '
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HINGES (3 REQ'D)
(SEE BETAIL 1D

(NON-STRUCTURALD

:BDUR CLOSER

10.00° MAX.
CTYPD /(

b

\ 13.00']' MAX,

~THERMOMETER FZR
r—THERMIMETER CLR

=—~t~~SWITCH AND PILEIT LIGHT

HANDLE (LOCK KEY TYPED>
(SEE DET. 12

TWO FOAMED IN PLACE LOKING
BARS WITH PAD LOCK TO SECURE
THEM (SEE DETAIL 100

g
DET/ 1L | - vty |/ 12 \DET.
T S N\
o t 3 —
[N} '
¢
- \ 6/
3. 13000 MAx,
[N
BE
g CELEVATIOND

ENTRANCE DOOR
TYPE 1 OR 2
NT.S,

9'-8.250" MAX.
I———3034‘ ID——-I

L

5l

SECTION THROUGH
REACH-IN DOOR
KIS

&
S R | I

o‘.l K.

o B e

PRODUCT REVISED

as complying with the Florid4

Building Code

Acceptance No Jf - .
Expirgtion Dat

roduct Controt

HINGES <2 REG"D)-\ Bhi—HEATED AIR VENT

=OiE
|

5

CELEVATION
PARTITION DROOR C(INTERIORY

TYPE 1 DR 2
NTS

ROOF, WALL,
OR FLOOR PANEL

LOCKING DEVICE (FOSI-LOCK)>

LALN

(FREEZER CINLY?

~HANDLE (SEE DET. 12

15.000°
60007

RAIN HODD

HANDLE (SEE DETAZ)~

LOCKING BAR~
(SEE DET. 100

--=HINGE (SEE DPET.AL)

T

O'=8.230" MAX.
.

6'~3.375"
FESE00
8.000"— -—-—-I

6.000"—

—

3375'——' I——-——~——8’—10.250' MAX.-———-——I L—emo'

CELEVATION
REACH-IN_DOOR

SECTION THROUGH ENTRAMNCE
OR PARTITION BOOR

NTS. TYPE 1 DR 2
TS,
POSI LOCKS
b RODF_PANEL /_
=
0 vaL pener T ik
SECTION P
£ B NS,
il Y
LOCKS
STRIKES
g SRS~
FIM FiM

RACKING CLIPS

L FLOOR PANEL IR SCREED

(wALL PANEL ELEVATION, POSI-LOCKS @ 3'-0 OC, AS TESTEDD
(RODF PANEL PLAN SIMILAR, POSI LOCKS @ 30 OC. AS TESTED

RACKING CLIF DETAIL
NTS,

hf\ﬁmr‘wr\iw
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BENT PLATE (STRAP) 14335-2365

/16 G. ALV,

T

4.687°

= \-WELD
IYe]
o
b /--wzl_n
SECTION E
N.T.S
E
. l
I
|
o
2
|
8.000*
DETAIL 8-STRIKE (F) WITH STRAP
N,T.S.
PRODUCT REVISED
85 complying with the Florifla

Building Code

Acceptance Nojl -!ggZ, ni
Expiration Date 85 /81 / 2.0/ v A

]
O

J

—1.000 —

7 WELD
78N

5.425*

STRIKE #24074-1075
LONG ~ KASON 1189

NOTE
STRAP AND STRIKE MUST

BE SPRAYED WITH ADHESIVE,

1.250* = ~ 1,250° [~

——0125"

6.813"

/-BENT

=

\
L
\—BENT

3.188*
—y—0.031"

\- 22 (A ALVALUME OR
GALVANIZED STEEL

DETAIL 7-JODINT STABILIZER BRACKET
NT.S

| <-—-—-BENT INTO FOAMED AREA
B A1
.
L - STRAP PL. ' x 20 GA.
GALV., x 0~19"
/-WELD

T

3/4 "% 3/4" x 011"
16 GA, GALV,

O /f— WELD

L3/4*x3/4*

3.750"
[

LATCH 24071-1705 e LATCH 24071-1705

2,938"

5185 2.938"

. NOTE:
11.000 STRAP AND LATCH MUST

BE SPRAYED WITH ADHESIVE,

DETAIL $-LATCH (M) WITH STRAP
NT.3,
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_ —
A HARDWARE BILL O MAIH{IAIS
: . . ITEM DESCRIPTION MATERIAL MANUFACTURER
6 EMBEDDED PLATE FOR HINGE & LOCKING BAR 6061-16, AL, KOLPAK
7 EMEBDDED PLATE FOR BANDLE 6061-'16, AL KOLPAK
3 WALL PANEL TAPPING PLATE 6061-16, Al.. KOLPAK
6.623" 9 DOOR PANEL FRE TRIM FIRERGEASS KOLPAK
{ NOTES 10 WALL PANEL FRP TRIM FIBERGLASS KOLPAK
[ J 1 LOCK BAR ASSEMBLY INSTALLATION PLATE 6061-16, Al.. KOLPAK
. § 1. ALL DIMENSIONS ARE IN INCHES. 1,500~
5 - 2, CORNERS AND FILLETS ARE 0,015 DR AS NOTED.
by — 3. ALL THICKNESSES TO BE 0125* OR AS NOTED ]
4, REFER TO MANUFACTURER’S DRAWINGS FDOR HANDLE MECHANISM, Q
- 5. THE MATERIAL USED 1S T3 BE 6061-Té ALUMINUM ALLDY EXCEPT . 3
87 FOR ITEMS 9 & 10 WHERE FIBERGLASS PULTRUSION IS USED. . . T_
:
L3
S)EMBEDDED PLATE FER HINGE & LOCKING BAR 3 2 %,
N.T.S. E\') . o n\\‘-’
~ 0
13.000* { | \2 P> b
| I J ¢ —_T l
J § L
P~ . 1,500
2 T !
| & — 2,000”
14,248° WALL PANEL TAPPING PLATE DOOR PANEL FRP TRIM 10 WALL PANEL FRP TRIM
8 N.T.S. 9 NT.S NS,
EMBEDDED PLATE FOR HANDLE
7 hirs
7 750+ 1.380* 1.627*
3,500 [~3.000"~ /@ ®) [© 1R |
| | ) .. 1] |
I-— o F——— e - o— 14+ -—
s < e} -
5B ]G : : 1] e /]
| 3 9
L] Hem o L |
1 L | |
2.000¢ \ 4,125 11,500 1,500
() #10-32 PHILLIPS
FLAT HEAD TC ® U of— ELEVATION
ELEVATION ELEVATION T Rm——
NTS 1 N.T.S. 1-684, e

e

)@=/ Vfgﬁ L

P
_ VG 7 U
» DOER > ¢
DETAIL 10 - LOCK BAR ASSEMBLY > 1' <
NS / @ / f 3
T & © LG
\ f JRREEN @ @ DETAIL 18 - HANDLE ASSEMBLY @ @
o C PRODUCT REVISED DETAIL 11 - HINGE ASSEMBLY
K [ N a3 complying with the Floridy RIS, NT.S.
N ' o Building Code 7.012
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